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is taken for the accuracy of the sampling unless this is done under our own supervision.  This report shall not be reproduced in part without the written
This report is issued in accordance with the Conditions of Business of Ceram Research Limited and relates only to the sample(s) tested.  No responsibility

approval of Ceram Research Limited, nor used in any way as to lead to misrepresentation of the results or their implications.

Ceram is the trading name of Ceram Research Limited.  Registered in England No.  1960455  Registered Office as above.
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Ceram Reference: (135405)-22969 
Customer Reference: Birchover Gritstone 
Description: Natural Stone Masonry 
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Determination of Compressive Strength 

BSEN 771-6 2011 (BSEN 772-1; 2011) 
 
 

Brick No: N/mm2 
1 90.4 
2 77.5 
3 78.5 
4 80.7 
5 79.3 
6 89.0 
7 75.1 
8 59.3 
9 75.2 
10 85.1 

Mean 79.0 
 

 
Coefficient of Variation = 11.1 
Compressive Strength Relevant to the Air-dry Conditioning = 63.2N/mm2 
Normalised Compressive Strength = 63.2 N/mm2 

 
 
 

End of Test Report 


